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SEE CONTINUATION OF SCHEMATIC ON DETAILS PCP-2A, PCP-2B, OR PCP-2C

® ® ®
CB5 (15 AMP) GF|
5o @l CONVENIENCE
RECEPTACLE
= GND 200 VA LOAD
CB6 (15 AMP)
N
o o [ ] [ F——spPare
200 VA LOAD
CB7 (20 AMP)
N
5 o - - GENERATOR
LT 1= BLOCK HEATER
— GND
CB8 (20 AMP)
N
5 o [ F- —{ J———¢GENERATOR
BATTERY
= GND CHARGER
CB10 (15 AMP)
5o ] [ ——¢scapA
200 VA LOAD
)
o/ CB9 CB11 (15 AMP)
(10 AMP) .
o o© [ ] [ ——¢EXTERNAL
RECEPTACLES
500VA LOAD
CB12 (15 AMP)
77\
o o ] [ ——¢ LIGHTING
V4 \/
[DETAIL: ( DETAIL NO: )
PUMP CONTROL PANEL SCHEMATIC CAP';;E(’::v':;z;':NLT’L'ELLTT;:‘;::‘;R'TY PCP-3
CFPUA DETAIL DATE: - WILMINGTON, NC 28403 SHEET NO:
SCALE: NOT TO SCALE 0110112025 OFFICE: (910)332-6560 _
\_ \_ Y,




